Fire following earthquake (FFE) is a common secondary disaster that can inflict great damage to humans. A large number of seismic resilience evaluation methods have been proposed, but few of them consider the influence of FFE. In this study, a multi-scenario simulation based model was developed to evaluate the post-disaster performance of water distribution networks (WDNs) in supplying both firefighting flow and original demand under the effect of seismic damage and FFEs. Hypothetical earthquakes were generated and the spatial-temporal distribution of FFEs was simulated by the Poisson distribution model and the Weibull distribution model. The post-disaster performance was evaluated by two types of seismic reliability metrics. The developed model was applied to a WDN currently operating in China with eight pre-determined earthquake scenarios. The results showed that the firefighting flow was concentrated in the first few hours after the earthquake. Thus, the serviceability of both original demand and firefighting flow was influenced significantly within the first few hours, while little impact was observed after the concentrated firefighting flow was delivered. The proposed model quantified the WDN's performance under specific seismic damage and potential FFEs, and can be used for the planning, design, and maintenance of WDNs.
Introduction
As a part of urban lifeline system, water distribution networks (WDNs) play an important role in satisfying the basic demands of residents, industrial production, firefighting, etc. To ensure safe water supply, reliability against hazards is a crucial consideration during the design and management of WDNs [1] . Although most components of WDNs are buried underground, they can still be threatened by various hazards such as power outrage, drastic temperature change, and pollution events [2] . Earthquake is one of the most severe hazards among them. Earthquakes can release enormous energy and create disruptive seismic waves which usually cause great damage to water systems. For example, over 1500 pipeline failures were caused by the Northridge earthquake in the Los Angeles area (1994, United States) [3] , and the Kobe earthquake (1995, Japan) [4] caused more than 1600 failures. Despite the low frequency of earthquakes, once they occur they can cause long-term and large-scale damage to the functionality of WDNs.
In addition, earthquakes not only inflict great damage to WDNs itself, but cause simultaneous and catastrophic fires which can result in widespread economic damage and loss of life. Fire following earthquake (FFE), as an indirect seismic hazard, may cause more damage than the earthquake itself.
For example, 138 fires following the Hanshin earthquake (1995, Japan) destroyed 7377 homes and killed more than 500 people [5] . The 1906 San Francisco earthquake and ensuing fire destroyed 492 city blocks and life loss was estimated at more than 3000 individuals [6] . The Great Kanto earthquake (1923, Japan) led to the most destructive post-earthquake fires in history with over 220,000 buildings burned, and in Tokyo city, 65,000 of 1,400,000 evacuees were killed by fire [7] . With the development of urbanization, it is predicted that the losses from FFEs exhibit a rising tendency and that the causes of FFEs will become more complex. Therefore, a model to assess the reliability of WDNs against FFEs is urgently needed.
The WDN's seismic reliability design has always been a compromise between economic and safety issues [5] . In developing countries like China, firefighting cisterns are available only for important buildings due to their high construction and maintenance costs. According to National Code for Design on Building Fire Protection and Prevention in China (GB50016-2014), a firefighting cistern is only required for large warehouses or buildings higher than 50 m. For buildings taller than 28 m and shorter than 50 m, firefighting water is provided by connecting fire hydrants to WDNs and siamese connections on fire trucks. For lower buildings, fire trucks are required to provide fighting flow for first 10 minutes due to their limited volume. The rest of the fire water is supplied from the WDN by fire trucks. As stable and continuous fire water sources, WDNs and fire hydrants play an inevitable role in developing countries.
Meanwhile, if the WDN is seriously damaged by severe earthquake, it cannot be completely replaced by fire trucks or fire water cisterns. This is because conflagration is more likely to occur under severe earthquakes which generally require large amounts of water which cannot be completely provided by fire trucks and firefighting cisterns [3] [4] [5] . It was reported that a considerable part of fire protection work was greatly delayed because the underground storage of water was drained or the arrival of fire trucks was delayed after the Kobe earthquake (1995, Japan) [4] . Moreover, it was estimated that approximately 32-45 people could have been saved if the WDN had worked more quickly [4] . Thus, it could be concluded that although fire trucks and emergency water play an important role, reliable WDNs are still the main water source for fire fighting after earthquakes.
In this century, researchers have introduced a large amount of tools and metrics to help planners and engineers to evaluate WDN reliability with respect to potential disasters. The tools available in literature can be grouped in two main categories: attribute analysis-based and hydraulic model-based. Attribute analysis-based tools (e.g. graph theory [8, 9] ) do not require repeated sampling, so their results can be easily obtained. However, the results are calculated based on assumptions that might not fit to the problem in practice sometimes. In order to obtain more practical results, many studies are based on a hydraulic model [10] [11] [12] [13] [14] . In these studies, certain failure scenarios are generated and their results could characterize the WDN's reliability and serviceability with a relatively low calculation speed.
The above studies on WDN's were not aimed at specific kinds of hazards. In the past 30 years, reliability assessment models aiming at seismic hazards have been widely developed. HAZUS [15] was the first model to assess the economic losses of infrastructure caused by earthquakes. However, it is mainly used to assess earthquake damage rather than providing a detailed simulation of water system. Later, the American Lifelines Alliance (ALA) [16] proposed guidelines to evaluate the seismic damage on water systems, and many seismic reliability assessment studies followed these guidelines to create survival curves of pipes under seismic hazards [17] . Later studies began to propose a method for evaluating seismic reliability by hydraulic simulation using well-known hydraulic solvers and seismic simulations [18] [19] [20] . The latest and most popular assessment model is the graphical iterative response analysis for flow following earthquakes (GIRAFFE [21] ), developed based on EPANET [22] . The graphical user interface of the model helps to visualize the results of the model, and it has been improved and validated through many case studies [23, 24] . Yoo et al. [25] developed REVAS.NET to quantify the WDN's hydraulic reliability with seismic reliability indicators by simulating probabilistic seismic events.
Although researchers have developed numerous models to quantify the functionality of WDNs under the effect of component failures caused by earthquake damage, few studies focused on the WDN functionality against secondary disasters, especially FFEs. Several attempts have been made to clarify the mechanism of ignition with probabilistic modeling [26] [27] [28] [29] . HAZUS [15] used an empirical relationship in which the normalized average ignition frequency in urban areas is positively correlated with peak ground acceleration (PGA). These studies modeled the location and timetable of FFEs according to the urban geographic information, but due to the lack of hydraulic model, the influence of water supply system on fires was neglected.
This study aims to develop a model to systematically evaluate WDN reliability under the influence of seismic hazard and FFEs, with the goal of:
(1) Evaluating the system's functionality to supply adequate firefighting flows with a large number of components damaged by an earthquake. According to earthquake statistics in Japan [30] , China [31] , and the United States [15, 32] , most fire outbreaks occurred immediately after earthquake happened, leading to a large and concentrated demand of firefighting flow in a short time, which may be a heavy burden to the pipeline network. (2) Evaluating the system's performance to satisfy original demand (e.g., residential demand, industrial demand, etc.) under the effect of both seismic damage and firefighting load.
In this study, probabilistic seismic damages and stochastic fire outbreaks are generated in specific areas, and the depth of earthquake failure is evaluated with seismic reliability indicators. The developed model was validated through a case study in MZ city, China and used for intensive research on how a water supply system hydraulically responds to seismic events.
Methodology
In this study, a model based on multi-scenario simulation was proposed. The model used a EPANET-MATLAB toolkit [33] to directly call EPANET functions [22] in the Matlab interface. Figure 1 shows the flowchart of the proposed model which consists of four modules: the earthquake scenario generator, fire following earthquake simulation modules, a component post-earthquake status simulator, and a hydraulic simulator. The earthquake scenario generator was developed to generate locations and magnitude of earthquakes, and then calculate peak ground acceleration (PGA) reached at each pipe and node (described in Section 2.1). For each generated earthquake scenario, Monte Carlo simulation (MCS) was used to estimate status of system components under seismic damage (Section 2.1) and the fire risks of each node (Section 2.2). To simulate the influence of FFEs and seismic damage in EPANET2, nodes with fire outbreaks were assigned additional firefighting demands and emitters were added to simulate pipe damage. For a higher accuracy of simulations, a pressure-dependent demand (PDD) model based on Abdy Sayyed's research [28] was proposed (Section 2.3). Because the vast majority of fires occurred within three days after the earthquake, the simulation duration was set to 72 h. Then, reliability metrics were calculated according to the hydraulic simulation results (Section 2.4). 
Earthquake Generation and Damage Determination
Firstly, the location of each epicenter and the earthquake magnitude is artificially designated to simulate an earthquake. Then, the seismic damage of each component was estimated by considering the attenuation of seismic wave, which was calculated according to the distance from epicenter and magnitude of earthquake. The seismic wave strength transmitted to the pipeline is quantified by peak ground acceleration (PGA). PGA is an index to quantify the movement of vibrations from the earthquake, which generally decrease with the distance from the epicenter increases. To estimate PGA in each node and pipe, a regression model by Pun and Amberaseys [34] was used:
where PGA is peak ground acceleration in g (gravity acceleration,9.8m/s 2 in this study); M is earthquake magnitude; r is epicenter distance assuming a focal depth of 7.2 km; and r 2 = R 2 +7.2 2 , where R is the closest distance to the surface projection of a seismic source (km).
To quantify the PGA in each component, network information such as the network layout, nodal coordinates, pipe diameters and lengths, and sizes of the pump and tanks should be read from the EPANET input file. After the PGA of each component is determined, the repair rate (RR, number of repairs/km pipes) is usually used to determine the status of a component. In this study, RR is estimated based on the equation developed by Isoyama et al. [35] and ALA [16] . 
where PGA is peak ground acceleration in g (gravity acceleration, 9.8 m/s 2 in this study); M is earthquake magnitude; r is epicenter distance assuming a focal depth of 7.2 km; and r 2 = R 2 + 7.2 2 , where R is the closest distance to the surface projection of a seismic source (km).
To quantify the PGA in each component, network information such as the network layout, nodal coordinates, pipe diameters and lengths, and sizes of the pump and tanks should be read from the EPANET input file. After the PGA of each component is determined, the repair rate (RR, number of repairs/km pipes) is usually used to determine the status of a component. In this study, RR is estimated based on the equation developed by Isoyama et al. [35] and ALA [16] .
where C1, C2, C3, and C4 represent the correction factors according to the pipe diameter, pipe material, topography, and liquefaction, respectively. A multiplier, 980, is added because in the equation by Isoyama et al. [35] the PGA is in cm/s, while in this research the PGA is in g.
To determine the post-earthquake pipe status, ALA [16] recommended using Poisson distribution to quantify the number of breakages of one single pipe.
where x is a random variable denotes the number of events (i.e., pipe breaks), and λ is the average rate of repairs per unit length of pipe. Thus the probability of break of an individual pipeline can be calculated by assuming k = 0 in Equation (3) and subtracting it from 1.
where P break is probability of pipe breakage and L indicates the pipe length. Meanwhile, the probability of pipe leakage (P leak ) is assumed to be five times higher than the probability of pipe breakage [16] . The failure of reservoirs and pumps are not calculated based on the work of Yoo et al. [25] . In this study, the post-earthquake component statuses can be classified as normal or has having leakage or breakage. Pipe leakage is defined as a small crack or hole on the pipe wall or at the joint with the main stream in pipes undamaged. Breakage means the pipe has been split into two pieces, which causes complete loss of transportation ability. This study used the same methods as Yoo et al. [1, 25] and Choi et al. [36] to simulate leaks and breaks in EPANET2. A leaking pipe was modeled by adding an emitter in EPANET2 during hydraulic simulation. The pipe breakage was modeled by adding two emitters in both upstream and downstream and setting the broken pipe as closed in EPANET2. The leakage flow-pressure relationship was modeled according to the emitter discharge model adopted by EPANET2:
where α is the discharge coefficient (α = (2g) β A); β is the discharge exponent (β = 0.5 in this study); A is the opening area of the leaking pipe in m 2 ; and P is pressure at the closest node in m.
Spatial and Temporal Simulations of Fire Outbeaks
In order to simulate the impact of FFEs in hydraulic simulator, the time and the location of fires must be determined. Take spatial and temporal distribution of fires following Kobe earthquake (1995, Japan) [4] as an example, it can be concluded that the location and time of FFEs follow some certain rules [37, 38] . It can be clearly concludedfrom [37] that the fire location after the earthquake is concentrated in a severe disaster area, indicating that there is a close relationship between the spatial distribution of FFEs and the seismic intensity. Meanwhile, the number of fires decreases monotonously with time [38] .
However, causes of fire, including short circuits of electric power lines, fuel spills, and rupture of underground gas pipelines, are generally complex [15] , making it a difficult task to predict FFEs. HAZUS [15] used a second-order regression formula to predict relationship between fire outbreaks and PGA. However, the data HAZUS used were collected only from selected earthquakes that happened in the United States, which limits the accuracy of HAZUS model in other countries.
This study used a regression model proposed by Zhao et al. [26] to describe the relationship between the spatial probability density of fire out breaks and PGA, for which data were collected from the United States, Japan, and China:
where λ f is the spatial probability density of fire occurrence, i.e., the probability that one fire occurred per 100,000 m 2 building floor area. Thus, the probability that a fire occurred for a certain node can be calculated:
where λ n is the probability that one fire would occur for a certain node, and s is the building floor area of the node in units of 100,000 m 2 . Due to a lack of detailed geographic information of the city, the building floor area of a node was calculated according to its base demand. Meanwhile, for higher computational efficiency, the process of fire spreading was neglected, indicating the FFE occurrence at each node is independent. Based on this assumption, the occurrence of FFEs satisfies the application condition of the Poisson distribution [39] . Thus, total number of FFEs in a certain node can be decided by the Poisson distribution:
where N s is the random variable that denotes the number of FFEs occurring in a certain node. Situations in which more than three fires occur in the same node are not considered because the probability is very small. After the total number of each node is determined, the time of each fire should be considered. From the analysis of historical FFE data [26, 31, 32] , it can be concluded that most of the FFEs occurred within the initial hours after the earthquake, and the number of FFEs decreased monotonically as a function of time during the three-day period. Zhao et al. [26] modeled this phenomenon with the Weibull distribution equation:
where t is time of a FFE, f (t) is probability density function of t, β is the shape parameter, and η the scale parameter. Through regression analysis of historical FFEs data in Japan, Zhao et al. [26] obtained the value of β = 0.7 and η = 15. Thus the probability that the time of fire is t can be calculated by constructing Equation (9):
where F(t) is the probability that the time of fire is t. The simulation of FFEs was repeated in iteration process of Monte Carlo simulation. The FFE simulation in each iteration is conducted through the following procedure:
(1) Input the calculated PGA and building area of each node.
(2) Calculate spatial intensity of FFE (λ f ) according to Equation (6) and calculate the probability of i fire outbreaks in each node P i (i = 0, 1, 2, 3) using Equation (8) . (3) Generate a random number µ 0 from (0,1) interval for each node. (4) Compare µ 0 with the probability calculated by Equation (8) to decide the total number of fire outbreaks N in each node. (5) Generate N random numbers (µ 1 , µ 2 , . . . , µ N ) as the probability density function F(t) 1 , F(t) 2 , . . . F(t) N in Equation (10) Water 2019, 11, 2536 7 of 19 (6) Calculate the time of each fire outbreak using the following equation, which is inverted from Equation (10).
where t i is the time of fire outbreaks after an earthquake, i = 0,1, . . . ,N.
Hydraulic Simulation Methods
Generally hydraulic simulation method was carried out assuming that the demand at each node is satisfied regardless of the node's pressure (demand-driven analysis, DDA). However, the WDNs under the effect of seismic hazard represent a typical pressure deficient network which could suffer great head loss due to pipe failure and additional water loss caused by seismic damage. Thus, negative pressure in nodes usually occurs when conducting the DDA, which is inconsistent with reality [40, 41] . In order to get more realistic simulation results in pressure-deficient situations, a pressure-dependent analysis (PDA) model was developed which assumes a positive correlation exists between the flow and pressure at a demand node in pressure-deficient situations.
However, the user interface of the current benchmark software for modeling WDNs, EPANET2, does not include a mature procedure to incorporate nodal demand-pressure relationships. Currently, pressure-dependent analyses can be carried out in three ways:
(1) Execute iterative algorithm repetitively and continuously adjust the operational data in EPANET until convergence is achieved [42, 43] . (2) Modify the source code in DDA based software and add pressure-dependent relationships.
(3) Incorporate artificial elements in EPANET, e.g., reservoirs and valves in the input file [26, 43, 44] .
The first method has been proved as a time-consuming method, especially when performing simulation for large scale WDNs. The second method has been shown to have some numerically instabilities and a limited reliability in some cases [45] . Therefore, in this study, the third method by Abbas et al. [28] was utilized to perform PDA based on the following demand-pressure relationship:
where Q avl j is the available nodal demand at node j in m 3 /s; Q req j is the required demand at node j in m 3 /s; P j is the pressure head at node j in m; and P min is the minimum required pressure-in this study, the P min is set to 20 m.
As shown in Figure 2 , for each demand node, a flow control valve (FCV), a dummy node, a check valve (CV), and an emitter were added [28] . The emitter node was added to ensure the flow follows the exponent equation when 0 ≤ P j ≤ P min ; the FCV ensures the maximum flow to the emitter is Q req j ; and the CV ensures the flow to emitter node is zero when P j ≤ 0.The dummy node was added to link the FCV and CV. During simulation, the base demand of both dummy node and demand node is set to zero, and the actual demand of emitter is considered as the real water consumption at the demand node. pressure-dependent analysis (PDA) model was developed which assumes a positive correlation exists between the flow and pressure at a demand node in pressure-deficient situations. However, the user interface of the current benchmark software for modeling WDNs, EPANET2, does not include a mature procedure to incorporate nodal demand-pressure relationships. Currently, pressure-dependent analyses can be carried out in three ways:
(1) Execute iterative algorithm repetitively and continuously adjust the operational data in EPANET until convergence is achieved [42, 43] . (2) Modify the source code in DDA based software and add pressure-dependent relationships. (3) Incorporate artificial elements in EPANET, e.g., reservoirs and valves in the input file [26, 43, 44] . The first method has been proved as a time-consuming method, especially when performing simulation for large scale WDNs. The second method has been shown to have some numerically instabilities and a limited reliability in some cases [45] . Therefore, in this study, the third method by Abbas et al. [28] was utilized to perform PDA based on the following demand-pressure relationship:
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and the CV ensures the flow to emitter node is zero when P j ≤ 0.The dummy node was added to link the FCV and CV. During simulation, the base demand of both dummy node and demand node is set to zero, and the actual demand of emitter is considered as the real water consumption at the demand node. 
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As mentioned in Section 1, two kinds of reliability metrics are calculated to evaluate the WDN's functionality against FFEs to adequately supply both firefighting flow and original user demand under seismic damage.
Reliability Metrics to Quantify Reliability of Firefighting Water Supply
Predicating and modeling the firefighting demand in WDS is a very complex task, for ignition and spread of fire outbreaks are influenced by numerous factors such as weather, the number and the locations of ignitions, structural damage to the buildings, and the obstruction of roads, etc. In this study, the required firefighting flow rate was decided to be 90 L/s according to the National Code for Design of Outdoor Water Supply Engineering in China (GB50013-2006). The designed fire duration is set as 2 h according to the National Code for Design of Fire Water Supply and Fire Hydrant System in China due to lack of data.
In this study, the average serviceability of above-mentioned firefighting flows S ave f (t) is presented as the WDN's firefighting reliability metric. S ave f (t) is defined as the ratio of available firefighting flow to the required firefighting flow at time step t.
, if
where n(t) is the set of fire nodes at time step t; Q avl j, f (t) is firefighting flow rate available at node j in t time step; and Q req j, f is required firefighting flow rate at node j in the t time step.
Reliability Metrics to Quantify Functionality to Original Consumers' Demand
In many previous studies, reliability metrics have been characterized as a derivate of the prevailing energy redundancy in the WDN [46] [47] [48] [49] . The basic principle is that the WDN loses energy in the event of a fault (e.g., higher demand or component failure), and any available buffer energy that exceeds the minimum requirement will compensate for the potential energy loss associated with the fault [46] . Generally these metrics can be easily calculated without conducting hydraulic simulation under system failures which could be unrepresentative in some cases. In this study, system failures and additional load has already simulated by Monte Carlo simulations. Therefore, in this study, simulation result-based metrics, nodal serviceability N S [25] , and system serviceability (S S ) [1, 25, 36] are chosen as the reliability metrics to quantify functionality to original consumers' demand. In this study, the system seismic reliability (S S ) is defined as the ratio of the total supplied system demand to the total required system demand in time step t:
where S S (t) is the system seismic serviceability in time step t; m is total number of demand nodes; Q avl j is the available demand at node j in time step t; and Q req j is the required demand at node j in time step t.
Water 2019, 11, 2536 9 of 19 where N S,j (t) is the seismic serviceability of node j in time step t; Q avl j is the available demand at node j in time step t; and Q req j is the required demand at node j in time step t.
Summary of Assumptions
A number of assumptions and simplifications were made in this study:
(1) Restoration processes are not considered in this study because the simulation of restoration could greatly increase calculation time and the probability of generating abnormal solutions. 6) The supplied by fire tracks was ignored for calculation efficiency because their volume is small compared with the total required firefighting demand.
Study Network and Scenarios

Study Network
As shown in Figure 3 , the developed simulation model was applied to a water supply network in MZ-city that is currently operating in Guangdong (GD) province, China. The geographical center of the city is shown in Figure 3 , which was used to quantify the location and distance to epicenter. The MZ city network is a considerably a large WDN that serves a 52.2-km 2 service area with a population of approximately 600,000. The system includes three sources, 2314 demand nodes, and 2451 pipes. At present, there are 9 known firefighting cistern exist in MZ city. If a node has a firefighting cistern, the volume of the required firefighting water of the node from WDN equal to the total firefighting water demand minus the volume of the fire cistern.
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Simulated Scenarios
As listed in Table 1 , 8 artificially generated earthquake scenarios were investigated to evaluate the seismic reliability of the WDN of MZ City. The location of the epicenter was quantified by the distance and direction from the epicenter to the geographical center of the city. Because the spatial distribution of users and water sources in MZ city is relatively uniform, it was not necessary to 
As listed in Table 1 , 8 artificially generated earthquake scenarios were investigated to evaluate the seismic reliability of the WDN of MZ City. The location of the epicenter was quantified by the distance and direction from the epicenter to the geographical center of the city. Because the spatial distribution of users and water sources in MZ city is relatively uniform, it was not necessary to simulate earthquakes from all directions. This study assumes that the earthquake occurred in the northwest direction of MZ city. The variation of earthquake severity was achieved by changing magnitude and distance. According to the calculation results, the probability of component damage and fire caused by an earthquake with magnitude less than 5.0 is too small to have obvious impact on WDN. Thus, the minimum magnitude was set as 5.0. Meanwhile, earthquakes with magnitude larger than 7.0 would destroy large amount of the components to make the study meaningless.
In Scenario 1 and Scenario 2, the epicenter was set within the boundary of MZ city with magnitudes ranging from 5 to 7. Similarly, Scenario 3, Scenario 4, and Scenario 5 simulated seismic hazards that occurred in GD province with magnitudes ranging from 5 and 7. Scenarios 1-5 were established to investigate the effect of magnitude and epicenter location on WDN reliance. Scenario 6 is a typical seismic hazard with specific magnitude and epicenter location. Scenario 7 was generated assuming no component was damaged and Scenario 8 was built assuming no FFE happened during simulation.
Results and Discussion
Model Validation
The developed earthquake damage model was based on the historical data from ALA [16] , and the spatial-temporal FFE model was based on historical data from main earthquakes in Japan [31] , China [31] , and the United States [15, 32] . In order to ensure the accuracy of the model, the MZ city pipe network and users' data were as detailed as possible for more accurate modeling results. Nevertheless, neither model was built considering MZ city's historical seismic data, so they need verification of their accuracy in the study network. However, in the past 50 years, the total number of earthquakes with magnitude larger than 4.0 near Meizhou City was zero, which means that there are no reliable local earthquake damage and fire data to verify the proposed models.
Therefore, data from the Wenchuan earthquake (2008,China) [50, 51] were used in this study to validate the proposed models, and were not used in model development. The data selected for verification work were from cities with a similar population and distribution of pipeline materials to MZ city. Table 2 showed the comparison between the average repair rate (RR) of seismic records in Wenchuan earthquake (2008, China) [50] and the average RR calculated by the model. Due to the lack of detailed data, all the correction factors in Equation (2) were assumed to be 1.0, and the average PGA was estimated from the average earthquake intensity recorded. Due to the lack of detailed data, it is difficult to make detailed and accurate estimates. However, the data of seismic record and model calculation still showed good agreement in Table 2 . Similarly, the reported fire outbreaks after the Wenchuan earthquake (2008, China) [51] are listed in Table 3 . The building area was estimated according to the cities' populations and building area per capita. Using the model proposed in Section 2.2, the model prediction value of quantity of FFEs was obtained and is shown in Table 3 . The error of the proposed model is acceptable considering that the statistics recorded are not complete [51] . The reported fire occurred in the first three days after the earthquake, and most FFEs were concentrated in the first three hours after the earthquake, which is consistent with the prediction of the model.
Simulation Results of Compoent Failure and FFE Distribution
The component status (with leakage or breakage, or normal) was determined based on the PGA distribution and component attributes in each scenario. For example, the probability of pipes remaining undamaged in Scenario 1 (magnitude = 7) is shown in Figure 5a . It can be seen that the pipes near the reservoirs had a greater probability of remaining undamaged. This may due to the larger diameter of these pipes. In addition to the seismic damage to WDN components shown in Table 1 , FFE was simulated in each scenario except Scenario 8. The distribution of fire risk (probability of having one or more FFE) of each node in Scenario 1 (magnitude = 7) is shown in Figure 5 (b). The fire risk showed an obvious spatial distribution pattern. The node's fire risk decreased as the distance from the epicenter increased. The relationship between average number of FFEs and the magnitude is shown in Figure  6 . It can be seen that the number of FFEs increased approximately exponentially with magnitude. The maximum number of FFEs was 25.06 when the magnitude was 7.0 in Scenario 1. In Scenario 4 and Scenario 5, the number of fires was less than 3.6. In the case where the distance from the epicenter was larger than 40 km, even if the magnitude was as high as 7.0, the number of fires was very small (less than 1.1).
After the total number of FFEs in each scenario was decided, the temporal distribution of FFEs was calculated in each iteration of MCS. Taking temporal distribution of FFEs in Scenario 6 as an example, the number of fires per hour ( ) decreased monotonously with time, as shown in Figure  7 . The calculated total average number of FFEs in Scenario 6 and Scenario 7 was 16.09, and more than half of the fires occurred within 8 hours after the earthquake. Because the after 8 hours is relatively small, the calculated average serviceability of firefighting flows after first 8 hours was more than 0.99 in most scenarios. Thus, average serviceability of firefighting flows in the first 8 hours ( ( ≤ 8)) was selected as the metric to evaluate the average performance of WDNs in supplying firefighting flow. The temporal distribution of required firefighting flow is shown in Figure 6 . As mentioned in 2.4.1, the designed fire duration was set to 2 hours. Therefore, the peak of requirement of firefighting flow occurred in the second hour after the earthquake, because the firefighting flow was required to extinguish fires that occurred in both first and second hours. Note that the total consumption of the whole city was 853 L/s (regardless of firefighting water); the peak fire water consumption accounted for 38.7% of the total water consumption in Scenario 6. In addition to the seismic damage to WDN components shown in Table 1 , FFE was simulated in each scenario except Scenario 8. The distribution of fire risk (probability of having one or more FFE) of each node in Scenario 1 (magnitude = 7) is shown in Figure 5b . The fire risk showed an obvious spatial distribution pattern. The node's fire risk decreased as the distance from the epicenter increased. The relationship between average number of FFEs and the magnitude is shown in Figure 6 . It can be seen that the number of FFEs increased approximately exponentially with magnitude. The maximum number of FFEs was 25.06 when the magnitude was 7.0 in Scenario 1. In Scenario 4 and Scenario 5, the number of fires was less than 3.6. In the case where the distance from the epicenter was larger than 40 km, even if the magnitude was as high as 7.0, the number of fires was very small (less than 1.1).
After the total number of FFEs in each scenario was decided, the temporal distribution of FFEs was calculated in each iteration of MCS. Taking temporal distribution of FFEs in Scenario 6 as an example, the number of fires per hour (N f t ) decreased monotonously with time, as shown in Figure 7 . The calculated total average number of FFEs in Scenario 6 and Scenario 7 was 16.09, and more than half of the fires occurred within 8 h after the earthquake. Because the N f t after 8 h is relatively small, the calculated average serviceability of firefighting flows after first 8 h was more than 0.99 in most scenarios. Thus, average serviceability of firefighting flows in the first 8 h (S ave f (t ≤ 8)) was selected as the metric to evaluate the average performance of WDNs in supplying firefighting flow. Table 4 summarizes the averaged simulation results of the predefined scenarios. It can be seen from Scenarios 1-5 that the average system serviceability ( ) increased with the increases of the distance from the epicenter to the city's geographical center. Scenario 1 was the worst scenario, with only 47.4 % of water successfully delivered to consumers. The minimum system serviceability (Ss) reached 0.3199 when the magnitude was 7.0 and the distance was 5.0 km. The maximum system serviceability was 0.9281 in Scenario 5, when the magnitude was 5.0 and the distance was 40 km.
System Reliability Metrics
( ≤ 8) showed the same trend as Ss. Less than half of the firefighting water could be delivered in first 8 hours in Scenario 1. Note that MZ city network is a leak-suffering WDN which is unable to fully satisfy consumer demand (average = 0.9653) even in a normal state and could not deliver adequate firefighting flow ( ( ≤ 8) = 0.8479) without seismic damage (shown in Figure 8 ). Table 4 summarizes the averaged simulation results of the predefined scenarios. It can be seen from Scenarios 1-5 that the average system serviceability ( ) increased with the increases of the distance from the epicenter to the city's geographical center. Scenario 1 was the worst scenario, with only 47.4 % of water successfully delivered to consumers. The minimum system serviceability (Ss) reached 0.3199 when the magnitude was 7.0 and the distance was 5.0 km. The maximum system serviceability was 0.9281 in Scenario 5, when the magnitude was 5.0 and the distance was 40 km.
( ≤ 8) showed the same trend as Ss. Less than half of the firefighting water could be delivered in first 8 hours in Scenario 1. Note that MZ city network is a leak-suffering WDN which is unable to fully satisfy consumer demand (average = 0.9653) even in a normal state and could not deliver adequate firefighting flow ( ( ≤ 8) = 0.8479) without seismic damage (shown in Figure 8 ). The temporal distribution of required firefighting flow is shown in Figure 6 . As mentioned in Section 2.4.1, the designed fire duration was set to 2 h. Therefore, the peak of requirement of firefighting flow occurred in the second hour after the earthquake, because the firefighting flow was required to extinguish fires that occurred in both first and second hours. Note that the total consumption of the whole city was 853 L/s (regardless of firefighting water); the peak fire water consumption accounted for 38.7% of the total water consumption in Scenario 6. Table 4 summarizes the averaged simulation results of the predefined scenarios. It can be seen from Scenarios 1-5 that the average system serviceability (S S ) increased with the increases of the distance from the epicenter to the city's geographical center. Scenario 1 was the worst scenario, with only 47.4 % of water successfully delivered to consumers. The minimum system serviceability (Ss) reached 0.3199 when the magnitude was 7.0 and the distance was 5.0 km. The maximum system serviceability was 0.9281 in Scenario 5, when the magnitude was 5.0 and the distance was 40 km. S ave f (t ≤ 8) showed the same trend as Ss. Less than half of the firefighting water could be delivered in first 8 h in Scenario 1. Note that MZ city network is a leak-suffering WDN which is unable to fully satisfy consumer demand (average S S = 0.9653) even in a normal state and could not deliver adequate firefighting flow (S ave f (t ≤ 8) = 0.8479) without seismic damage (shown in Figure 8 ). As analyzed in Section 4.2, the firefighting flow may account for a large part of the total water consumption, which could lead to a larger head loss. In this section, nodal serviceability ( ) and system serviceability ( ) in Scenario 6 (with fire simulated) and Scenario 8 (no fire simulated) are shown as an example to quantify the functionality of MZ city network for original demand under the effect of both component failure and firefighting load. Figure 9 (a) and (b) showed the distribution of nodal serviceability with peak firefighting flow (t = 2) in Scenario 6 and Scenario 8, respectively. It can be seen the system serviceability ( ) reduced 24.7% because of the peak firefighting flow. The number of people without water supply increased from about 94,000 to about 220,000. Figure 9c ,d showed the distribution of average nodal serviceability in scenario 6 and scenario 8, respectively. However, the average system serviceability reduced only about 3%. This may due to the low fire flow after 8 hours was very small compared 
Seismic Reliability Evaluation for Original Demand
As analyzed in Section 4.2, the firefighting flow may account for a large part of the total water consumption, which could lead to a larger head loss. In this section, nodal serviceability (N S ) and system serviceability (S S ) in Scenario 6 (with fire simulated) and Scenario 8 (no fire simulated) are shown as an example to quantify the functionality of MZ city network for original demand under the effect of both component failure and firefighting load. Figure 9a ,b showed the distribution of nodal serviceability with peak firefighting flow (t = 2) in Scenario 6 and Scenario 8, respectively. It can be seen the system serviceability (S S ) reduced 24.7% because of the peak firefighting flow. The number of people without water supply increased from about 94,000 to about 220,000. Figure 9c ,d showed the distribution of average nodal serviceability in scenario 6 and scenario 8, respectively. However, the average system serviceability reduced only about 3%. This may due to the low fire flow after 8 h was very small compared with leak flow.
Generally, the water supply network should have the ability to resist water consumption peak. For the study network, an only 38.7% additional increase of water consumption led to a 20% water shortage for users, which is unacceptable. Therefore, for MZ city network, the first goal is to repair and replace the old pipes, and increase the pipe diameter of the important pipes to improve the water supply capacity of MZ city network. The method proposed in this study can be used as a part of the decision aid tool for the planning of pipeline maintenance priority. Generally, the water supply network should have the ability to resist water consumption peak. For the study network, an only 38.7% additional increase of water consumption led to a 20% water shortage for users, which is unacceptable. Therefore, for MZ city network, the first goal is to repair and replace the old pipes, and increase the pipe diameter of the important pipes to improve the water supply capacity of MZ city network. The method proposed in this study can be used as a part of the decision aid tool for the planning of pipeline maintenance priority. Figure 8 shows the trend of system serviceability ( ) over time with the assumption that: (1) only component failure occurred (black line); (2) only FFE occurred (red line); (3) both FFE and component failure occurred (blue line); and (4) neither FFE nor component failure occurred (carmine line). It can be seen that firefighting flow had a significant effect on system serviceability only in a first 8 hours after the earthquake. Since no restoration work was conducted in this study, it can be concluded that the increase of system serviceability ( ), assuming FFE occurred (red line in Figure  8 ) and both FFE and component failure occurred (blue line in Figure 8 ) in first 8 hours, was due to the change of firefighting flows (shown in Figure 7 ). The decrease of system serviceability ( ) in the first 8 hours shows that the fire discharge is an essential reference variable in evaluating the seismic reliability of the pipe network. It can be seen that firefighting flow had a significant effect on system serviceability only in a first 8 h after the earthquake. Since no restoration work was conducted in this study, it can be concluded that the increase of system serviceability (S S ), assuming FFE occurred (red line in Figure 8 ) and both FFE and component failure occurred (blue line in Figure 8 ) in first 8 h, was due to the change of firefighting flows (shown in Figure 7 ). The decrease of system serviceability (S S ) in the first 8 h shows that the fire discharge is an essential reference variable in evaluating the seismic reliability of the pipe network.
The component failure decreased on average 12.3% of the system serviceability during 3 days. Compared with effect of component failure, FFE had lower influence on system serviceability, except for the first 8 h.
Seismic Reliability Evaluation for the System's Firefighting Water Supply
In this section, serviceability of firefighting flows S f (t) in Scenario 6 (with component failure simulated) and Scenario 7 (no component failure simulated) is shown as an example to quantify the effect of component failure on reliability of MZ city network for firefighting flow. As shown in Figure 10 , the minimum S f occurred when peak firefighting flow occurred (t = 2 h). The S f reduced on average by about 17.6% in the first 8 h. The average S f remained very close to 1 regardless of component failure due to the small required firefighting flow. Since no restoration work was conducted in this study, the increase of the serviceability of firefighting flows may due to the change of the firefighting flow itself.
In this section, serviceability of firefighting flows (t) in Scenario 6 (with component failure simulated) and Scenario 7 (no component failure simulated) is shown as an example to quantify the effect of component failure on reliability of MZ city network for firefighting flow. As shown in Figure  10 , the minimum occurred when peak firefighting flow occurred (t = 2 h). The reduced on average by about 17.6% in the first 8 hours. The average remained very close to 1 regardless of component failure due to the small required firefighting flow. Since no restoration work was conducted in this study, the increase of the serviceability of firefighting flows may due to the change of the firefighting flow itself.
It can be seen from Figure 8 and Figure 10 that the most obvious decrease of serviceability was due to the intensive firefighting flow that occurred in the first few hours. Therefore, in the process of WDN planning and design, it is necessary to ensure that there is sufficient fire water source for use in the first few hours after the earthquake. For example, the construction of fire cisterns and firefighting pipelines to natural water sources could be beneficial. 
Conclusions
In this study, a multi-scenario simulation based model was developed to evaluate the reliability of WDNs for adequately supplying both original demand and firefighting flow under the effect of component failure and fire following earthquake (FFE). In the proposed model, hypothetical earthquakes were generated and seismic wave attenuation was calculated in PGA in each scenario. The component failure was simulated based on PGA and component attributes. The spatial distribution of FFEs was simulated by the Poisson distribution model and temporal distribution was simulated by Weibull distribution model. The component failures were simulated by closing pipes and adding emitters, and FFEs were simulated by adding additional demand of nodes in a hydraulic simulation model. For realistic hydraulic calculations, a PDA approach by adding artificial components on demand nodes was adopted. For each scenario, a Monte Carlo simulation with 10,000 iterations was conducted.
The model was applied was applied to a water supply network in MZ city that is currently operating in GD province, China. Eight seismic damage scenarios were generated with different epicenters and different magnitudes. Two types of reliability metrics were developed: the average serviceability of firefighting flows (t) was presented as the WDN firefighting reliability metric, and nodal serviceability ( ) and system serviceability ( ) were chosen as the reliability metrics to quantify functionality to original demand. Several conclusions can be made from the results: It can be seen from Figures 8 and 10 that the most obvious decrease of serviceability was due to the intensive firefighting flow that occurred in the first few hours. Therefore, in the process of WDN planning and design, it is necessary to ensure that there is sufficient fire water source for use in the first few hours after the earthquake. For example, the construction of fire cisterns and firefighting pipelines to natural water sources could be beneficial.
The model was applied was applied to a water supply network in MZ city that is currently operating in GD province, China. Eight seismic damage scenarios were generated with different epicenters and different magnitudes. Two types of reliability metrics were developed: the average serviceability of firefighting flows S f (t) was presented as the WDN firefighting reliability metric, and nodal serviceability (N s ) and system serviceability (S s ) were chosen as the reliability metrics to quantify functionality to original demand. Several conclusions can be made from the results:
(1) As the distance from the epicenter decreases and the magnitude increases, the total number of FFEs and the depth of failure increases. (2) The number of FFEs per hour decreased monotonically versus time. However, a period of time is needed to put out the fire. Thus, the firefighting flow may increase for a while before it decreases.
(3) In a specific period of time after the earthquake, the influence of firefighting flow on system serviceability (S s ) is significant, while the average influence of firefighting flow is generally smaller than that of the component failure. Thus, replacement and new installation of pipes in WDNs are an effective way to improve reliability. (4) In a specific period of time after the earthquake, the component failures reduced average serviceability of firefighting flows (S f ) significantly, while the average S f remained very close to 1 regardless of component failures after 10 h. (5) The minimum value of S f and S s occurred when peak firefighting flow occurred (t = 2 h in this study).
The proposed model quantified WDN performance under specific seismic damage and potential FFEs, and can be used for planning, design, and maintenance of WDNs. The results showed the most obvious decrease of serviceability was due to the large and intensive firefighting flow occurring in the first few hours. Thus, the construction of a reliable additional fire water source may effectively reduce fire damage and mitigate the WDN's firefighting load after an earthquake. For example, more fire cisterns and firefighting pipelines to natural water sources could be beneficial. The method proposed in this study can be used as a part of a decision aid tool for the maintenance of pipes and the construction of fire cisterns and firefighting pipelines. This study has several limitations that future research should address. Post-earthquake actions such as optimal operation of pumps and valves and scheduling for pipe repairs are not considered in this study. In addition, the interdependence between different infrastructure systems (e.g., between electric power and water systems) could be explored to provide more meaningful results.
